			ADDENDUM TO BID
CITY HALL HVAC REPLACEMENT

	BID NO.:  115-PW-010

ADDENDUM NO.: 4




	





To: All Bidders:

Please change the following as listed:

PROJECT MANUAL:
SECTION 23 52 13 -ELECTRIC BOILER:
DELETE paragraph 2.3.H and subsequent paragraphs.

DRAWINGS:
SHEET M1.4:
ADD existing floor unit to be replaced in Office 511. Field verify existing capacity.

SHEET M1.6:
On the COOLING TOWER (CT) SCHEDULE:
ADD new notes 1, 2 & 3 to read:
1.       Tower shall have a minimum of 25% dry cooling capacity at 45F ambient temperature.
2.       Provide with manufacturer standard insulated casing.
3.       Provide with manufacturer standard insulated discharge hood and motorized damper.

On The GENERAL CONSTRUCTION NOTES
[bookmark: _GoBack]REVISE  Note #1 to read:” EQUIPMENT SIZE AND PERFORMANCE DATA SCHEDULED ARE FROM EXISTING ORIGINAL PLANS AND SHOWN FOR REFERENCE ONLY AND MAY NOT REFLECT ACTUAL AS BUILT CONDITION. CONTRACTOR SHALL FIELD VERIFY EXISTING EQUIPMENT AND THEIR PERFORMANCE AND SHALL REPLACE WITH EQUIVALENT UNITS. CONTRACTOR SHALL ALSO VERIFY EXACT EQUIPMENT QUANTITIY. EXISTING EQUIPMENT NOT SHOWN ON PLANS, IF FOUND SHALL BE REPLACED WITH NO ADDITIONAL COST TO THE OWNER.”

All other portions remained unchanged.

A copy of this addendum or a reference thereto must be included with your bid or the bid will not be read or considered.

If you have any questions please contact the Central Services Division at 779-348-7164.

DATED:  June 4, 2015

FINANCE AND PERSONNEL COMMITTEE

Carrie Eklund

Excellence Everywhere









Carrie Eklund
Central Services Manager
Finance Department
Central Services Manager


City of Rockford
425 East State Street
Rockford, Illinois 61104-1068 USA
Voice: 779-348-7164  Fax: 815-987-5562
www.rockfordil.gov
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